
TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599001
S-58350

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 09:00 AM
09/11/2019 04:20 PM
CLIENT

Well #3-1Location
S-58350Point

Analytical Method:EPA 505

Parameter(s)

Prep Method: EPA 505 Prep Date: 09/12/2019 2:53 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

Alachlor <0.20 1 ug/L 09/12/2019 11:25 001 DG9T1/22
Aldrin <0.025 1 ug/L 09/12/2019 11:25 001 DG9T1/25
Chlordane (Technical) <0.20 1 ug/L 09/12/2019 11:25 001 DG9T1/22
Dieldrin <0.050 1 ug/L 09/12/2019 11:25 001 DG9T1/25
Endrin <0.010 1 ug/L 09/12/2019 11:25 001 DG9T1/22
Heptachlor <0.025 1 ug/L 09/12/2019 11:25 001 DG9T1/20.4
Heptachlor epoxide <0.020 1 ug/L 09/12/2019 11:25 001 DG9T1/20.2
Hexachlorobenzene <0.10 1 ug/L 09/12/2019 11:25 001 DG9T1/21
Hexachlorocyclopentadiene <0.10 1 ug/L 09/12/2019 11:25 001 DG9T1/25
Methoxychlor <0.10 1 ug/L 09/12/2019 11:25 001 DG9T1/240
PCB Screen <0.40 1 ug/L 09/12/2019 11:25 001 DG9T1/2
Toxaphene <1.0 1 ug/L 09/12/2019 11:25 001 DG9T1/23
gamma-BHC (Lindane) <0.020 1 ug/L 09/12/2019 11:25 001 DG9T1/20.2
Surr: Decachlorobiphenyl (S) 114% 1 %REC 09/12/2019 11:25 001 DG9T1/2
Surr: Tetrachloro-m-xylene (S) 110% 1 %REC 09/12/2019 11:25 001 DG9T1/2

Analytical Method:EPA 515.3

Parameter(s)

Prep Method: EPA 515.3 Prep Date: 09/12/2019 3:55 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

2,4,5-TP (Silvex) <0.13 1 ug/L 09/20/2019 12:26 001 AG3T1/110
2,4-D <0.10 1 ug/L 09/20/2019 12:26 001 AG3T1/150
Dalapon <0.70 1 ug/L 09/20/2019 12:26 001 AG3T1/150
Dicamba <1.0 1 ug/L 09/20/2019 12:26 001 AG3T1/150
Dinoseb <0.20 1 ug/L 09/20/2019 12:26 001 AG3T1/17
Pentachlorophenol <0.040 1 ug/L 09/20/2019 12:26 001 AG3T1/11
Picloram <0.10 1 ug/L 09/20/2019 12:26 001 AG3T1/150
Surr: 2,4-DCAA (S) 87% 1 %REC 09/20/2019 12:26 001 AG3T1/1

Analytical Method:EPA 531.1

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

3-Hydroxycarbofuran <1.0 1 ug/L 09/19/2019 4:41 AM 001 DG6M1/150
Aldicarb <0.50 1 ug/L 09/19/2019 4:41 AM 001 DG6M1/13
Aldicarb sulfone <0.80 1 ug/L 09/19/2019 4:41 AM 001 DG6M1/12
Aldicarb sulfoxide <0.50 1 ug/L 09/19/2019 4:41 AM 001 DG6M1/14
Carbaryl <1.0 1 ug/L 09/19/2019 4:41 AM 001 DG6M1/150
Carbofuran <0.90 1 ug/L 09/19/2019 4:41 AM 001 DG6M1/140
Methomyl <1.0 1 ug/L 09/19/2019 4:41 AM 001 DG6M1/150
Oxamyl <1.0 1 ug/L 09/19/2019 4:41 AM 001 DG6M1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599001
S-58350

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 09:00 AM
09/11/2019 04:20 PM
CLIENT

Well #3-1Location
S-58350Point

Analytical Method:EPA 547

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Glyphosate <6.0 1 ug/L 09/17/2019 4:47 PM 001 DG6T1/150

Analytical Method:EPA 548.1

Parameter(s)

Prep Method: EPA 548.1 Prep Date: 09/12/2019 10:23

Results Qualifier D.F. Units Limit Analyzed: Container:

Endothall <9.0 1 ug/L 09/13/2019 5:35 PM 001 AG3U1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599002
S-58351

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 08:40 AM
09/11/2019 04:20 PM
CLIENT

Well #3-2Location
S-58351Point

Analytical Method:EPA 505

Parameter(s)

Prep Method: EPA 505 Prep Date: 09/12/2019 2:53 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

Alachlor <0.20 1 ug/L 09/12/2019 11:47 002 DG9T1/22
Aldrin <0.025 1 ug/L 09/12/2019 11:47 002 DG9T1/25
Chlordane (Technical) <0.20 1 ug/L 09/12/2019 11:47 002 DG9T1/22
Dieldrin <0.050 1 ug/L 09/12/2019 11:47 002 DG9T1/25
Endrin <0.010 1 ug/L 09/12/2019 11:47 002 DG9T1/22
Heptachlor <0.025 1 ug/L 09/12/2019 11:47 002 DG9T1/20.4
Heptachlor epoxide <0.020 1 ug/L 09/12/2019 11:47 002 DG9T1/20.2
Hexachlorobenzene <0.10 1 ug/L 09/12/2019 11:47 002 DG9T1/21
Hexachlorocyclopentadiene <0.10 1 ug/L 09/12/2019 11:47 002 DG9T1/25
Methoxychlor <0.10 1 ug/L 09/12/2019 11:47 002 DG9T1/240
PCB Screen <0.40 1 ug/L 09/12/2019 11:47 002 DG9T1/2
Toxaphene <1.0 1 ug/L 09/12/2019 11:47 002 DG9T1/23
gamma-BHC (Lindane) <0.020 1 ug/L 09/12/2019 11:47 002 DG9T1/20.2
Surr: Decachlorobiphenyl (S) 103% 1 %REC 09/12/2019 11:47 002 DG9T1/2
Surr: Tetrachloro-m-xylene (S) 117% 1 %REC 09/12/2019 11:47 002 DG9T1/2

Analytical Method:EPA 515.3

Parameter(s)

Prep Method: EPA 515.3 Prep Date: 09/12/2019 3:55 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

2,4,5-TP (Silvex) <0.13 1 ug/L 09/20/2019 12:56 002 AG3T1/110
2,4-D <0.10 1 ug/L 09/20/2019 12:56 002 AG3T1/150
Dalapon <0.70 1 ug/L 09/20/2019 12:56 002 AG3T1/150
Dicamba <1.0 1 ug/L 09/20/2019 12:56 002 AG3T1/150
Dinoseb <0.20 1 ug/L 09/20/2019 12:56 002 AG3T1/17
Pentachlorophenol <0.040 1 ug/L 09/20/2019 12:56 002 AG3T1/11
Picloram <0.10 1 ug/L 09/20/2019 12:56 002 AG3T1/150
Surr: 2,4-DCAA (S) 92% 1 %REC 09/20/2019 12:56 002 AG3T1/1

Analytical Method:EPA 531.1

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

3-Hydroxycarbofuran <1.0 1 ug/L 09/19/2019 5:30 AM 002 DG6M1/150
Aldicarb <0.50 1 ug/L 09/19/2019 5:30 AM 002 DG6M1/13
Aldicarb sulfone <0.80 1 ug/L 09/19/2019 5:30 AM 002 DG6M1/12
Aldicarb sulfoxide <0.50 1 ug/L 09/19/2019 5:30 AM 002 DG6M1/14
Carbaryl <1.0 1 ug/L 09/19/2019 5:30 AM 002 DG6M1/150
Carbofuran <0.90 1 ug/L 09/19/2019 5:30 AM 002 DG6M1/140
Methomyl <1.0 1 ug/L 09/19/2019 5:30 AM 002 DG6M1/150
Oxamyl <1.0 1 ug/L 09/19/2019 5:30 AM 002 DG6M1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599002
S-58351

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 08:40 AM
09/11/2019 04:20 PM
CLIENT

Well #3-2Location
S-58351Point

Analytical Method:EPA 547

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Glyphosate <6.0 1 ug/L 09/17/2019 5:20 PM 002 DG6T1/150

Analytical Method:EPA 548.1

Parameter(s)

Prep Method: EPA 548.1 Prep Date: 09/12/2019 10:23

Results Qualifier D.F. Units Limit Analyzed: Container:

Endothall <9.0 1 ug/L 09/13/2019 5:53 PM 002 AG3U1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599003
S-58352

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 09:15 AM
09/11/2019 04:20 PM
CLIENT

Well #3-3Location
S-58352Point

Analytical Method:EPA 505

Parameter(s)

Prep Method: EPA 505 Prep Date: 09/12/2019 2:53 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

Alachlor <0.20 1 ug/L 09/13/2019 12:09 003 DG9T1/22
Aldrin <0.025 1 ug/L 09/13/2019 12:09 003 DG9T1/25
Chlordane (Technical) <0.20 1 ug/L 09/13/2019 12:09 003 DG9T1/22
Dieldrin <0.050 1 ug/L 09/13/2019 12:09 003 DG9T1/25
Endrin <0.010 1 ug/L 09/13/2019 12:09 003 DG9T1/22
Heptachlor <0.025 1 ug/L 09/13/2019 12:09 003 DG9T1/20.4
Heptachlor epoxide <0.020 1 ug/L 09/13/2019 12:09 003 DG9T1/20.2
Hexachlorobenzene <0.10 1 ug/L 09/13/2019 12:09 003 DG9T1/21
Hexachlorocyclopentadiene <0.10 1 ug/L 09/13/2019 12:09 003 DG9T1/25
Methoxychlor <0.10 1 ug/L 09/13/2019 12:09 003 DG9T1/240
PCB Screen <0.40 1 ug/L 09/13/2019 12:09 003 DG9T1/2
Toxaphene <1.0 1 ug/L 09/13/2019 12:09 003 DG9T1/23
gamma-BHC (Lindane) <0.020 1 ug/L 09/13/2019 12:09 003 DG9T1/20.2
Surr: Decachlorobiphenyl (S) 107% 1 %REC 09/13/2019 12:09 003 DG9T1/2
Surr: Tetrachloro-m-xylene (S) 107% 1 %REC 09/13/2019 12:09 003 DG9T1/2

Analytical Method:EPA 515.3

Parameter(s)

Prep Method: EPA 515.3 Prep Date: 09/12/2019 3:55 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

2,4,5-TP (Silvex) <0.13 1 ug/L 09/20/2019 1:56 PM 003 AG3T1/110
2,4-D <0.10 1 ug/L 09/20/2019 1:56 PM 003 AG3T1/150
Dalapon <0.70 1 ug/L 09/20/2019 1:56 PM 003 AG3T1/150
Dicamba <1.0 1 ug/L 09/20/2019 1:56 PM 003 AG3T1/150
Dinoseb <0.20 1 ug/L 09/20/2019 1:56 PM 003 AG3T1/17
Pentachlorophenol <0.040 1 ug/L 09/20/2019 1:56 PM 003 AG3T1/11
Picloram <0.10 1 ug/L 09/20/2019 1:56 PM 003 AG3T1/150
Surr: 2,4-DCAA (S) 94% 1 %REC 09/20/2019 1:56 PM 003 AG3T1/1

Analytical Method:EPA 531.1

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

3-Hydroxycarbofuran <1.0 1 ug/L 09/19/2019 6:18 AM 003 DG6M1/150
Aldicarb <0.50 1 ug/L 09/19/2019 6:18 AM 003 DG6M1/13
Aldicarb sulfone <0.80 1 ug/L 09/19/2019 6:18 AM 003 DG6M1/12
Aldicarb sulfoxide <0.50 1 ug/L 09/19/2019 6:18 AM 003 DG6M1/14
Carbaryl <1.0 1 ug/L 09/19/2019 6:18 AM 003 DG6M1/150
Carbofuran <0.90 1 ug/L 09/19/2019 6:18 AM 003 DG6M1/140
Methomyl <1.0 1 ug/L 09/19/2019 6:18 AM 003 DG6M1/150
Oxamyl <1.0 1 ug/L 09/19/2019 6:18 AM 003 DG6M1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599003
S-58352

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 09:15 AM
09/11/2019 04:20 PM
CLIENT

Well #3-3Location
S-58352Point

Analytical Method:EPA 547

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Glyphosate <6.0 1 ug/L 09/17/2019 5:52 PM 003 DG6T1/150

Analytical Method:EPA 548.1

Parameter(s)

Prep Method: EPA 548.1 Prep Date: 09/12/2019 10:23

Results Qualifier D.F. Units Limit Analyzed: Container:

Endothall <9.0 1 ug/L 09/13/2019 6:10 PM 003 AG3U1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell

page 6 of 19



TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599004
S-108065

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 09:40 AM
09/11/2019 04:20 PM
CLIENT

Well #4-1Location
S-108065Point

Analytical Method:EPA 505

Parameter(s)

Prep Method: EPA 505 Prep Date: 09/12/2019 2:53 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

Alachlor <0.20 1 ug/L 09/13/2019 12:31 004 DG9T1/22
Aldrin <0.025 1 ug/L 09/13/2019 12:31 004 DG9T1/25
Chlordane (Technical) <0.20 1 ug/L 09/13/2019 12:31 004 DG9T1/22
Dieldrin <0.050 1 ug/L 09/13/2019 12:31 004 DG9T1/25
Endrin <0.010 1 ug/L 09/13/2019 12:31 004 DG9T1/22
Heptachlor <0.025 1 ug/L 09/13/2019 12:31 004 DG9T1/20.4
Heptachlor epoxide <0.020 1 ug/L 09/13/2019 12:31 004 DG9T1/20.2
Hexachlorobenzene <0.10 1 ug/L 09/13/2019 12:31 004 DG9T1/21
Hexachlorocyclopentadiene <0.10 1 ug/L 09/13/2019 12:31 004 DG9T1/25
Methoxychlor <0.10 1 ug/L 09/13/2019 12:31 004 DG9T1/240
PCB Screen <0.40 1 ug/L 09/13/2019 12:31 004 DG9T1/2
Toxaphene <1.0 1 ug/L 09/13/2019 12:31 004 DG9T1/23
gamma-BHC (Lindane) <0.020 1 ug/L 09/13/2019 12:31 004 DG9T1/20.2
Surr: Decachlorobiphenyl (S) 110% 1 %REC 09/13/2019 12:31 004 DG9T1/2
Surr: Tetrachloro-m-xylene (S) 129% 1 %REC 09/13/2019 12:31 004 DG9T1/2

Analytical Method:EPA 515.3

Parameter(s)

Prep Method: EPA 515.3 Prep Date: 09/12/2019 3:55 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

2,4,5-TP (Silvex) <0.13 1 ug/L 09/20/2019 2:26 PM 004 AG3T1/110
2,4-D <0.10 1 ug/L 09/20/2019 2:26 PM 004 AG3T1/150
Dalapon <0.70 1 ug/L 09/20/2019 2:26 PM 004 AG3T1/150
Dicamba <1.0 1 ug/L 09/20/2019 2:26 PM 004 AG3T1/150
Dinoseb <0.20 1 ug/L 09/20/2019 2:26 PM 004 AG3T1/17
Pentachlorophenol <0.040 1 ug/L 09/20/2019 2:26 PM 004 AG3T1/11
Picloram <0.10 1 ug/L 09/20/2019 2:26 PM 004 AG3T1/150
Surr: 2,4-DCAA (S) 90% 1 %REC 09/20/2019 2:26 PM 004 AG3T1/1

Analytical Method:EPA 531.1

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

3-Hydroxycarbofuran <1.0 1 ug/L 09/19/2019 7:07 AM 004 DG6M1/150
Aldicarb <0.50 1 ug/L 09/19/2019 7:07 AM 004 DG6M1/13
Aldicarb sulfone <0.80 1 ug/L 09/19/2019 7:07 AM 004 DG6M1/12
Aldicarb sulfoxide <0.50 1 ug/L 09/19/2019 7:07 AM 004 DG6M1/14
Carbaryl <1.0 1 ug/L 09/19/2019 7:07 AM 004 DG6M1/150
Carbofuran <0.90 1 ug/L 09/19/2019 7:07 AM 004 DG6M1/140
Methomyl <1.0 1 ug/L 09/19/2019 7:07 AM 004 DG6M1/150
Oxamyl <1.0 1 ug/L 09/19/2019 7:07 AM 004 DG6M1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599004
S-108065

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 09:40 AM
09/11/2019 04:20 PM
CLIENT

Well #4-1Location
S-108065Point

Analytical Method:EPA 547

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Glyphosate <6.0 1 ug/L 09/17/2019 6:25 PM 004 DG6T1/150

Analytical Method:EPA 548.1

Parameter(s)

Prep Method: EPA 548.1 Prep Date: 09/12/2019 10:23

Results Qualifier D.F. Units Limit Analyzed: Container:

Endothall <9.0 1 ug/L 09/13/2019 6:28 PM 004 AG3U1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599005
S-108066

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 09:55 AM
09/11/2019 04:20 PM
CLIENT

Well #4-2Location
S-108066Point

Analytical Method:EPA 505

Parameter(s)

Prep Method: EPA 505 Prep Date: 09/12/2019 2:53 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

Alachlor <0.20 1 ug/L 09/13/2019 12:53 005 DG9T1/22
Aldrin <0.025 1 ug/L 09/13/2019 12:53 005 DG9T1/25
Chlordane (Technical) <0.20 1 ug/L 09/13/2019 12:53 005 DG9T1/22
Dieldrin <0.050 1 ug/L 09/13/2019 12:53 005 DG9T1/25
Endrin <0.010 1 ug/L 09/13/2019 12:53 005 DG9T1/22
Heptachlor <0.025 1 ug/L 09/13/2019 12:53 005 DG9T1/20.4
Heptachlor epoxide <0.020 1 ug/L 09/13/2019 12:53 005 DG9T1/20.2
Hexachlorobenzene <0.10 1 ug/L 09/13/2019 12:53 005 DG9T1/21
Hexachlorocyclopentadiene <0.10 1 ug/L 09/13/2019 12:53 005 DG9T1/25
Methoxychlor <0.10 1 ug/L 09/13/2019 12:53 005 DG9T1/240
PCB Screen <0.40 1 ug/L 09/13/2019 12:53 005 DG9T1/2
Toxaphene <1.0 1 ug/L 09/13/2019 12:53 005 DG9T1/23
gamma-BHC (Lindane) <0.020 1 ug/L 09/13/2019 12:53 005 DG9T1/20.2
Surr: Decachlorobiphenyl (S) 94% 1 %REC 09/13/2019 12:53 005 DG9T1/2
Surr: Tetrachloro-m-xylene (S) 142% 1 %REC 09/13/2019 12:53 005 DG9T1/2

Analytical Method:EPA 515.3

Parameter(s)

Prep Method: EPA 515.3 Prep Date: 09/12/2019 3:55 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

2,4,5-TP (Silvex) <0.13 1 ug/L 09/22/2019 1:33 AM 005 AG3T1/110
2,4-D <0.10 1 ug/L 09/22/2019 1:33 AM 005 AG3T1/150
Dalapon <0.70 1 ug/L 09/22/2019 1:33 AM 005 AG3T1/150
Dicamba <1.0 1 ug/L 09/22/2019 1:33 AM 005 AG3T1/150
Dinoseb <0.20 1 ug/L 09/22/2019 1:33 AM 005 AG3T1/17
Pentachlorophenol <0.040 1 ug/L 09/22/2019 1:33 AM 005 AG3T1/11
Picloram <0.10 1 ug/L 09/22/2019 1:33 AM 005 AG3T1/150
Surr: 2,4-DCAA (S) 88% 1 %REC 09/22/2019 1:33 AM 005 AG3T1/1

Analytical Method:EPA 531.1

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

3-Hydroxycarbofuran <1.0 1 ug/L 09/19/2019 7:55 AM 005 DG6M1/150
Aldicarb <0.50 1 ug/L 09/19/2019 7:55 AM 005 DG6M1/13
Aldicarb sulfone <0.80 1 ug/L 09/19/2019 7:55 AM 005 DG6M1/12
Aldicarb sulfoxide <0.50 1 ug/L 09/19/2019 7:55 AM 005 DG6M1/14
Carbaryl <1.0 1 ug/L 09/19/2019 7:55 AM 005 DG6M1/150
Carbofuran <0.90 1 ug/L 09/19/2019 7:55 AM 005 DG6M1/140
Methomyl <1.0 1 ug/L 09/19/2019 7:55 AM 005 DG6M1/150
Oxamyl <1.0 1 ug/L 09/19/2019 7:55 AM 005 DG6M1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell
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TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Hampton Bays Water District
P.O. Box 1013

Lab No. :
Client Sample ID.:

70104599005
S-108066

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Hampton Bays, NY 11946
Attn To : Rob King
Federal ID :
Collected :
Received :
Collected By

5103704
09/11/2019 09:55 AM
09/11/2019 04:20 PM
CLIENT

Well #4-2Location
S-108066Point

Analytical Method:EPA 547

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Glyphosate <6.0 1 ug/L 09/17/2019 6:58 PM 005 DG6T1/150

Analytical Method:EPA 548.1

Parameter(s)

Prep Method: EPA 548.1 Prep Date: 09/12/2019 10:23

Results Qualifier D.F. Units Limit Analyzed: Container:

Endothall <9.0 1 ug/L 09/13/2019 6:46 PM 005 AG3U1/150

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/27/2019Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Stu Murrell
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WorkOrder :
70104599

TEL: (631) 694-3040    FAX: (631) 420-8436
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Long Island Certification IDs
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158
Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435
Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

All parameters are reported to meet the NYS ELAP required detection limits (RDL) for drinking water analyses. For the analytes listed
below, the reporting limit is below the laboratory verified limit of quantification (LOQ) but greater than the method detection limit
(MDL); values are estimated.

Method Method Unit MDL* RDL LOQ
505 Toxaphene ug/L 0.57 1 2.5
505 Chlordane ug/L 0.096 0.2 0.5

525.2 Simazine ug/L 0.031 0.07 0.1
525.2 Benzo(a)pyrene ug/L 0.017 0.02 0.1
549.2 Diquat ug/L 0.165 0.4 1

* Determined annually; subject to change but must always be below the RDL and LOQ.

Date Reported: 09/27/2019 page 11 of 19
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Melville, NY 11747

Project / PO Number: 70104599SWM

Received: 

Pace Analytical - Melville

575 Broad Hollow Road

Stu Murrell

Reported: 

Microbac Laboratories, Inc. - Dayville

Project Name: 70104599

D9I1500

09/13/2019

09/20/2019

CERTIFICATE OF ANALYSIS

Analytical Testing Parameters

D9I1500-01

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Customer

OC_1]Results - D9I1500-01[TOC]

09/11/2019   9:00

S-58350

Sample Matrix: Drinking Water

Semi-Volatile Organic Compounds - 

GC/MS

Result RL PreparedUnits AnalyzedNote  AnalystDilution

EPA 525.2, Rv 2.0

ug/L0.097 09/17/19  2208<0.097 09/17/19  1000Atrazine GMP 1

ug/L0.019 09/17/19  2208<0.019 09/17/19  1000Benzo[a]pyrene GMP 1

ug/L0.097 09/17/19  2208<0.097 09/17/19  1000Butachlor GMP 1

ug/L0.583 09/17/19  2208<0.583 09/17/19  1000bis(2-Ethylhexyl)adipate GMP 1

ug/L0.583 09/17/19  2208<0.583 09/17/19  1000bis(2-Ethylhexyl)phthalate GMP 1

ug/L0.097 09/17/19  2208<0.097 09/17/19  1000Metolachlor GMP 1

ug/L0.097 09/17/19  2208<0.097 09/17/19  1000Metribuzin GMP 1

ug/L0.097 09/17/19  2208<0.097 09/17/19  1000Propachlor (Ramrod) GMP 1

ug/L0.068 09/17/19  2208<0.068 09/17/19  1000Simazine GMP 1

97.0 % Rec 09/17/19  1000 09/17/19  2208Surrogate: 1,3-Dimethyl-2-nitrobenzene Limit: 70-130 GMP 1

98.0 % Rec 09/17/19  1000 09/17/19  2208Surrogate: Pyrene-d10 Limit: 70-130 GMP 1

110 % Rec 09/17/19  1000 09/17/19  2208Surrogate: Triphenyl phosphate Limit: 70-130 GMP 1

D9I1500-02

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Customer

OC_1]Results - D9I1500-02[TOC]

09/11/2019   8:40

S-58351

Sample Matrix: Drinking Water

Semi-Volatile Organic Compounds - 

GC/MS

Result RL PreparedUnits AnalyzedNote  AnalystDilution

EPA 525.2, Rv 2.0

ug/L0.096 09/17/19  2237<0.096 09/17/19  1000Atrazine GMP 1

ug/L0.019 09/17/19  2237<0.019 09/17/19  1000Benzo[a]pyrene GMP 1

ug/L0.096 09/17/19  2237<0.096 09/17/19  1000Butachlor GMP 1

ug/L0.577 09/17/19  2237<0.577 09/17/19  1000bis(2-Ethylhexyl)adipate GMP 1

ug/L0.577 09/17/19  2237<0.577 09/17/19  1000bis(2-Ethylhexyl)phthalate GMP 1

ug/L0.096 09/17/19  2237<0.096 09/17/19  1000Metolachlor GMP 1

ug/L0.096 09/17/19  2237<0.096 09/17/19  1000Metribuzin GMP 1

ug/L0.096 09/17/19  2237<0.096 09/17/19  1000Propachlor (Ramrod) GMP 1

ug/L0.067 09/17/19  2237<0.067 09/17/19  1000Simazine GMP 1

93.0 % Rec 09/17/19  1000 09/17/19  2237Surrogate: 1,3-Dimethyl-2-nitrobenzene Limit: 70-130 GMP 1

101 % Rec 09/17/19  1000 09/17/19  2237Surrogate: Pyrene-d10 Limit: 70-130 GMP 1

115 % Rec 09/17/19  1000 09/17/19  2237Surrogate: Triphenyl phosphate Limit: 70-130 GMP 1

[TOC_1]Analytical Sample Results[TOC]

Microbac Laboratories, Inc.

61 Louisa Viens Drive | Dayville, CT 06241 | 860.774.6814 p | www.microbac.com Page 1 of 4page 13 of 19



D9I1500

Microbac Laboratories, Inc. - Dayville

CERTIFICATE OF ANALYSIS

D9I1500-03

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Customer

OC_1]Results - D9I1500-03[TOC]

09/11/2019   9:15

S-58352

Sample Matrix: Drinking Water

Semi-Volatile Organic Compounds - 

GC/MS

Result RL PreparedUnits AnalyzedNote  AnalystDilution

EPA 525.2, Rv 2.0

ug/L0.096 09/18/19  0551<0.096 09/17/19  1000Atrazine GMP 1

ug/L0.019 09/18/19  0551<0.019 09/17/19  1000Benzo[a]pyrene GMP 1

ug/L0.096 09/18/19  0551<0.096 09/17/19  1000Butachlor GMP 1

ug/L0.577 09/18/19  0551<0.577 09/17/19  1000bis(2-Ethylhexyl)adipate GMP 1

ug/L0.577 09/18/19  0551<0.577 09/17/19  1000bis(2-Ethylhexyl)phthalate GMP 1

ug/L0.096 09/18/19  0551<0.096 09/17/19  1000Metolachlor GMP 1

ug/L0.096 09/18/19  0551<0.096 09/17/19  1000Metribuzin GMP 1

ug/L0.096 09/18/19  0551<0.096 09/17/19  1000Propachlor (Ramrod) GMP 1

ug/L0.067 09/18/19  0551<0.067 09/17/19  1000Simazine GMP 1

97.5 % Rec 09/17/19  1000 09/18/19  0551Surrogate: 1,3-Dimethyl-2-nitrobenzene Limit: 70-130 GMP 1

103 % Rec 09/17/19  1000 09/18/19  0551Surrogate: Pyrene-d10 Limit: 70-130 GMP 1

119 % Rec 09/17/19  1000 09/18/19  0551Surrogate: Triphenyl phosphate Limit: 70-130 GMP 1

D9I1500-04

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Customer

OC_1]Results - D9I1500-04[TOC]

09/11/2019   9:40

S-108065

Sample Matrix: Drinking Water

Semi-Volatile Organic Compounds - 

GC/MS

Result RL PreparedUnits AnalyzedNote  AnalystDilution

EPA 525.2, Rv 2.0

ug/L0.096 09/18/19  0621<0.096 09/17/19  1000Atrazine GMP 1

ug/L0.019 09/18/19  0621<0.019 09/17/19  1000Benzo[a]pyrene GMP 1

ug/L0.096 09/18/19  0621<0.096 09/17/19  1000Butachlor GMP 1

ug/L0.577 09/18/19  0621<0.577 09/17/19  1000bis(2-Ethylhexyl)adipate GMP 1

ug/L0.577 09/18/19  0621<0.577 09/17/19  1000bis(2-Ethylhexyl)phthalate GMP 1

ug/L0.096 09/18/19  0621<0.096 09/17/19  1000Metolachlor GMP 1

ug/L0.096 09/18/19  0621<0.096 09/17/19  1000Metribuzin GMP 1

ug/L0.096 09/18/19  0621<0.096 09/17/19  1000Propachlor (Ramrod) GMP 1

ug/L0.067 09/18/19  0621<0.067 09/17/19  1000Simazine GMP 1

96.0 % Rec 09/17/19  1000 09/18/19  0621Surrogate: 1,3-Dimethyl-2-nitrobenzene Limit: 70-130 GMP 1

104 % Rec 09/17/19  1000 09/18/19  0621Surrogate: Pyrene-d10 Limit: 70-130 GMP 1

119 % Rec 09/17/19  1000 09/18/19  0621Surrogate: Triphenyl phosphate Limit: 70-130 GMP 1

Microbac Laboratories, Inc.

61 Louisa Viens Drive | Dayville, CT 06241 | 860.774.6814 p | www.microbac.com Page 2 of 4page 14 of 19



D9I1500

Microbac Laboratories, Inc. - Dayville

CERTIFICATE OF ANALYSIS

D9I1500-05

Client Sample ID:

Lab Sample ID: Collection Date:

Collected By: Customer

OC_1]Results - D9I1500-05[TOC]

09/11/2019   9:55

S-108066

Sample Matrix: Drinking Water

Semi-Volatile Organic Compounds - 

GC/MS

Result RL PreparedUnits AnalyzedNote  AnalystDilution

EPA 525.2, Rv 2.0

ug/L0.096 09/18/19  0650<0.096 09/17/19  1000Atrazine GMP 1

ug/L0.019 09/18/19  0650<0.019 09/17/19  1000Benzo[a]pyrene GMP 1

ug/L0.096 09/18/19  0650<0.096 09/17/19  1000Butachlor GMP 1

ug/L0.577 09/18/19  0650<0.577 09/17/19  1000bis(2-Ethylhexyl)adipate GMP 1

ug/L0.577 09/18/19  0650<0.577 09/17/19  1000bis(2-Ethylhexyl)phthalate GMP 1

ug/L0.096 09/18/19  0650<0.096 09/17/19  1000Metolachlor GMP 1

ug/L0.096 09/18/19  0650<0.096 09/17/19  1000Metribuzin GMP 1

ug/L0.096 09/18/19  0650<0.096 09/17/19  1000Propachlor (Ramrod) GMP 1

ug/L0.067 09/18/19  0650<0.067 09/17/19  1000Simazine GMP 1

93.0 % Rec 09/17/19  1000 09/18/19  0650Surrogate: 1,3-Dimethyl-2-nitrobenzene Limit: 70-130 GMP 1

99.5 % Rec 09/17/19  1000 09/18/19  0650Surrogate: Pyrene-d10 Limit: 70-130 GMP 1

106 % Rec 09/17/19  1000 09/18/19  0650Surrogate: Triphenyl phosphate Limit: 70-130 GMP 1

Definitions [TOC_1]Notes and Definitions[TOC]

MCL: US EPA Maximum Contaminant Level

RL: Reporting Limit

Project Requested Certification(s)

Microbac Laboratories, Inc. - Dayville

New York State Department of Health11549

Report Comments
Reviewed and Approved By:

Melisa L. Montgomery

QA Officer

Reported:  09/20/2019 15:12

Samples were received in proper condition and the reported results conform to 

applicable accreditation standard unless otherwise noted.

The data and information on this, and other accompanying documents, represents 

only the sample(s) analyzed.  This report is incomplete unless all pages indicated 

in the footnote are present and an authorized signature is included.

Microbac Laboratories, Inc.

61 Louisa Viens Drive | Dayville, CT 06241 | 860.774.6814 p | www.microbac.com Page 3 of 4page 15 of 19
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Chain of Custody

Workorder:

LAB USE ONLY

Preserved Containers

Requested Analysis

Item Lab ID
Collect
Date/Time Matrix

70104599

Stu Murrell
Pace Analytical Melville
575 Broad Hollow Road
Melville, NY  11747
Phone (631)694-3040
Email: stu.murrell@pacelabs.com

Report / Invoice To Subcontract To
SOC 9/11Workorder Name:

Sample ID

Results Requested By: 9/25/2019

P.O.___________________

State of Sample Origin: NY

PASI New York Laboratory

1 701045990019/11/2019 09:00 Drinking XS-58350

2 701045990029/11/2019 08:40 Drinking XS-58351

3 701045990039/11/2019 09:15 Drinking XS-58352

4 701045990049/11/2019 09:40 Drinking XS-108065

5 701045990059/11/2019 09:55 Drinking XS-108066

Comments
Transfers

1

2

3

Date/Time Received By Date/TimeReleased By

 Cooler Temperature on Receipt  ______°C  Custody Seal    Y   or    N  Received on Ice    Y   or    N  Samples Intact   Y   or    N

Thursday, September 12, 2019 8:47:17 AM FMT-ALL-C-002rev.00 24March2009 Page  1 of  1

70104599SWMMicrobac-CT
61 Louisa Viens 
Dayville, CT 06241
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